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¢ Inlet and Ground Rim

Place 4” or 6" U
Underdrain at
Slope Down 30"t below top
from Wall to of curb or as
Flow Line 6:1 directed.

(Typ.)

3'=3" Min.
May Vary
as Directed
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\Columbus

Class COC 6
Concrete

4-10"
SECTION B-B

All Joints To
Be Staggered

DETAIL NOTES

Pipes draining into inlet shall
placed 2—in above elevation

outlet pipe.
AZ. Maximum size of pipe to
used with inlet will be 24—in.
Outlet pipe to be placed
front or back of inlet.
Inlets shall be built of brick
(per ASTM C216, Grade S.W.),
cast in place concrete, or
pre—cast concrete.
Pre—cast walls shall have a min.
thickness of 5—in  and be
sufficiently reinforced to permit
Mortar Joints shipping and handling without
damage.
Precast  inlets shall be in
accordance with ASTM C913.
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